The increasing number and complexity of research platforms and respective devices and sensors along with heterogeneous project-driven requirements towards satellite communication, sensor monitoring, quality assessment and control, processing, analysis and visualization has recently lead us to build a generic and cost-effective framework (O2A) to enable the flow of sensor observations to archives. O2A is comprised of several extensible and exchangeable components as well as various interoperability services and is meant to offer practical solutions towards supporting the typical scientific workflow ranging from data acquisition activities until the very last data publication activities. The web-based sensor monitoring component built within O2A offers a dashboard-oriented approach for displaying near real-time and delayed-mode sensor output parameters including simultaneous map and diagram viewing. This module allows project administrators and data specialists to monitor individual sensors in near real-time as well as to view the data values within a wished temporal range and/or geographical coverage. Additional examples of O2A components are the AWI-specific SensorML profile and raw data ingest solutions, the various data workspace areas and dispatcher middleware, the GIS infrastructure, and the ticket and data curation system as central hub supporting the final data publication activity. Finally, in the context of the large-scale multi-disciplinary project "Frontiers of Arctic Monitoring" Project (FRAM), we illustrate how the proposed O2A framework will assist scientists in developing enhanced data products and facilitate data re-use in the future.
I. INTRODUCTION
Over the last two decades, the Alfred Wegener Institute (AWI) has been continuously committed to develop and sustain an infrastructure for coherent discovery, view, dissemination, and archival of scientific information in polar and marine regions [1] , [2] . Most of the data collected by scientists originates from research activities being carried out in a wide range of research platform types operated by AWI: vessels, aircrafts, land-based stations, ice-based stations, moorings, floats, gliders, in-situ ocean floor stations, drones, and ocean floor crawling systems. Archival and publishing in the information system PANGAEA [3], [4] along with DOI assignment to individual datasets is a typical end-of-line step for most data owners.
A workflow for data acquisition from shipborne devices along with ingestion procedures for the raw data into institutional archives has been well-established at AWI for many years [5] . However, an increasing number and complexity of research platforms and respective devices and sensors along with heterogeneous project-driven requirements towards satellite communication, sensor monitoring, quality assessment and control, processing, analysis, and visualization has recently lead us to build a generic and cost-effective framework. This framework, hereafter named O2A, enables the seamless flow of sensor observation to archives and compliance with OGC standards [6] , assuring interoperability in international context.
In this paper, we describe the distinct components of our framework as well as the added value of establishing relationship metadata among the various content types. Moreover, we show how our pragmatic sensor characterization effort can be re-used in the context of our sensor monitoring environment. Finally, we illustrate how the distinct O2A components presented in this paper can be used to support the scientific data workflow using the "Frontiers of Arctic Monitoring" project [7] as a use case.
II. ARCHITECTURAL OVERVIEW
Our generic data flow framework concept is comprised of several loosely coupled components aiming to provide endusers with a coherent environment for handling the main scientific activities defined in a human workflow (Figure 1 ). The central underlying component is the 'Data Workspace' (see section VII) which offers an integrated view on different data sources ranging from binary objects stored in file systems to data stored in relational databases or data warehouses. Based on these workspaces, added-value services and portals can be built which are wrapped in standardized sensor descriptions (section III).
The framework presented in this paper is focused on data that originates from heterogeneous devices and sensors mounted in various types of platforms. Each platform offers an automated and specific 'Data Acquisition' system which stores measurements on the platform itself, in proprietary real-time databases or high-volume data in file systems (see Figure 1 ). High-volume data comes in a variety of specialized data formats (e.g., SEG Y format for seismic). The data is commonly stored in one second intervals or even in higher frequency as typical for data from research aircraft.
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• Area 'C' defines the data as well as proc servation are placed he and 'B', user access is 'C'.
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Thanks to the data and work paper, the transfer of data from area 'C' area is performed in a majority of all data produced i at the information system PA operated by AWI and MARUM mental Sciences). As member o [31], PANGAEA follows its policies and operates as an ope major components associated PANGAEA are:
• A ticket and a data cura 'editorial system'. It submission and curatio metadata, assignment linkage of data and c ingest, and archival. submitting authors and documented here as we
• The storage system re and can handle geoDepending on type, d distributedly and redun database (tabular and mirror for efficient ret system (flat files). Al copies on tapes whi locations.
oject area containing data which project.
actual permanent archive. Raw cessed data for long-term preere. In contrast to areas 'S', 'A', restricted and read-only in Area data flow framework approach, 'DBMS' and 'S' areas over 'A' he access-restricted 'C' area.
ating of the technical data flow from he area (S) over logical areas (A) storing ect-related working data to (C) as "readkflow solutions presented in this m scratch (area 'S') to the archive a semi-automatic way. The vast n our institute is being archived ANGAEA [3] which is jointly M (Center for Marine Environof the ICSU World Data System data management and archival en access data library. The three d with the information system ation system jointly acting as the is the central hub for data on, generation and description of of citable DOIs to datasets, orresponding publications, data Any communication between d data curators is handled and ell.
epresents the central component -referenced data of any type. data and associated metadata is ndantly being kept in a relational metadata), a data warehouse trieval, and on a disk / tape file ll information is stored in two ich are kept at two separate • The search and retrieval system allows users to conduct searches for any combination of metadata attributes, geographical or temporal coverage, parameter or species names, authors, research platforms, scientific projects, and so on. The search results can be either retrieved as a whole or further refined for additional parameters.
Open standards are being used in the two interface layers between the PANGAEA components listed above. On the ingest side, data sources like shipborne sensors may readily be fed into PANGAEA. From the retrieval perspective, other systems, publishers, and portals can easily harvest PANGAEA using OAI-PMH [32], with support for ISO19139 metadata format [33] and further web services.
VIII. USE CASE AND FUTURE OUTLOOK
The generic workflow framework presented here is currently in its pilot phase and is being tested in the context of the large-scale multi-disciplinary "Frontiers of Arctic Monitoring" (FRAM) project funded by the Helmholtz Alliance for the time frame 2015-2019 [7] . In this project, data collected from a wide range of platform types (e.g., research vessels and aircraft, sea ice tethered buoys, moorings, floats, gliders, autonomous underwater vehicles, ocean-based stations, sea floor crawlers, drones, etc.) is being automatically captured from an early stage on, adopting the data flow framework described above. So all scientific devices and respective sensors are being optimally described by FRAM engineers and data scientists using the sensor description solutions mentioned in section III. This includes not only sensor characteristics but also links to online resources like manufacturer descriptions, user manuals, and sensor calibration documents archived in our institutional publication repository (see example for these in Figure 2 ). In addition, all events associated with each sensor (e.g., maintenance, calibration, device recovery, etc.) are being individually recorded so as to increase the re-usability of the data in the future.
The dashboard-based monitoring environment described in section V allows FRAM engineers and data scientists to keep track of individual sensors in near real-time as well as to view the data values within a selected temporal range and/or geographical coverage. More specifically, the monitoring environment provides valuable assistance to scientists in terms of early detection of malfunction of sensors (e.g., alerts / notifications sent by email / SMS when measurements are out-ofrange), filtering of data values for a certain range (e.g., temperature values above a certain range), and data aggregation (e.g., calculation of daily averages).
Another good example on how the distinct O2A components will assist us in developing enhanced data products for FRAM is the use of coloring schemes for parameters measured along tracks of mobile platforms (vessels, aircrafts, gliders, etc.). We are planning to develop a platform-specific averaging algorithm which will be optimized according to platform velocity as well as parameter range and accuracy as described in the AWI-specific SensorML profile (section III)
The FRAM project entails not only near real-time data but also in-situ observations delivered yearly in delayed mode and shipborne data delivered after the end of individual expeditions. To date, the raw data transfer process includes a semi-automatic file structure and a simple quality check. We are currently in the process of designing a flexible solution for extended validation checks and automated quality assessments including the assignment of quality flags as well as dynamic aggregation of data files within a geographic region or time ranges. Moreover, we will be building automated solutions for extracting metadata from data files and annotating these accordingly based on sensor descriptions. By adopting O2A, a seamless transfer of the data (including aggregated data) into the long-term archive PANGAEA including the minting of DOIs will be assured without additional efforts for FRAM data scientists or PANGAEA curators.
Given that each data type is associated with an individual quality control and post-processing technique (e.g., algorithms related to illumination and distortion compensations for seafloor images), we additionally plan an extensive algorithm harmonization effort within the FRAM project. Furthermore, we anticipate the use of Web Processing Services (WPS) [34] to bundle the various existing algorithms in a coherent fashion and thus improve their long-term usability in the future.
